
DoubleLok UltraDek
Standard Gutter

No Eave Plate Sheeted Wall

SHT. NO.
DL02001

DATE REV.
MAR 10 02

Refer to the Technical Installation
for the instollotion of the roof panel.

Roof Panel

Inside Metal Closure HW426
Tri-Bead Tape Sealont
HW504 Top ond Bottom

Gutter Strap F246

Fastener #1
1/4"-14 x ,­
(2 per closure)

--- ---------

Roof Member Screw
1/4"-14 x _
(8) Per Panel

See Sheeting Loyout

•

~~.....,.~J:~=-=----=---=----=1---
:~ ..-', --- --------------­------, ------

IFixed I

Roof Stitch Screw
1/4"-14 x 7/8"
at 12" O.C.

Roof Stitch Screw-~

1/4"-14 x 7/8"

Gutter
F2001

Flat Eave Trim
F2955

Fastener #14A
1/8 x 3/8"
at 10'-0" O.C.

Fastener #14
1/8 x 3/16"
at 36" O.C.

v
c
o
"-

~IIL.__.J

Wall Member Screw
12-14 x





Hip Trim F21Q

DoubleLok UltraDek
Hip Flashing

Hi h and Low eli S stems

SHT. NOOL 10007

DATE REV.
Me '10 02

Roof Stitch Screw
1/4" X 14 X 7/8"
at 6" O.C.

Tri-Bead Tape Sealant
HW504

"z" Closure
F360
(Field Cut To Length and
Bevel Cut To Fit Panel)

,,,
,0,,,
:0,,,
:0
,,

•

5" 5"
On Slope

"'(~-~~Fastener #14A
1/8" x 3/8"
at 4" O.C.

Tube Sealant

Tri-Beod Tape Sealant
HW504

Angle (Cant)
SA7

........'--- Hip Plate
P141



DoubleLok UltraDek
Volley Plate Lop

Low Extended S stem

(

Fastener #12A
12 x r PH.
At 4" O.C.

•

•
•

SHT. NO.
DL11001

DATE REV.
Jul '10 02

•



DoubleLok UltroDek
Volley Trim Lop

Low Extended S stem

SHT. NO.
DL11002

DATE REV.
Jul '10 02

/
•

,// :,, ,,

.. '

(2) Runs 1/4" Bead
Urethane Tube Seolant

Fastener #12A--J'
12 x I Poncake
Head SD

.'.

Valley Plate
Pili
Extended



DoubleLok UltraDek
Volley Detail

Low Extended S stem

Roof Member Screw 1/4-14 x _------,
At 3" D.C.

(Fastener must go thru tape Sealant)

SHT. NO.
DL 11003

DATE REV.
Jul '10 02

Roof Panel

Inside Metal
Closure

Triple-Bead
Tape Sealant

HW5D2

Valley Trim-----,
F716

Valley Plate
P111

(2) Fostener #1
1/4"-14 x 1" SD
for inside metal
closure



DoubleLok / UltraDek
Volley Detail at Eave
Low Extended S stem

SHT. NO.
DL 11004

DATE REV.
Jul "0 02

Minor Rib Tope
Sealer See DLi 006

Field Fabricate End Plug.
Install and Caulk to form
Weather Seal

Tape Sealant above and
below Valley Trim
at Eave - Critical

Ponel----,
(1}1'. U.N.) Sealant to Sealant

contact must be mode
to form a continuous

" " seal - Critical
"" " Siopei,::7'rr-{-':;~~~',.', " " Down::

" , ' "",;', " "~'j::" , ,,,
',', ' ,"",,. , ", ",

", :' ",:: ~,,. ~ , " , ,
'- "", , "','(::',: '

.',,' "
, " "', .. ', ",
""" '

',:',;' '.. '~I ..
~.', ..:: ' .. "
,... ' .... :: ~}..

"',', ,,-, "",{, " ",
_:<~1;;:H:::b

j{
Valley Trim

Valley Plate !lAY
Pili ----.........=;:o=========JA~~~========

Volley Trim Valley Trim
F716 End Plug

Field Make

, ....
-----r-"'-----":--'"~',~':;j't]'Triple Bead ".. " ";"'",

:::::::::::::::::::::~::::~;:~
Tape Sealer " ' OJ

::::::======:=:======::=:=:===;1~HW502 ' "
" ", .

,
Roof Member Scre"-I=--_'::',..,..---.:~~~~

1/4-14 X _ "
At 3" O.C.

Inside Closure ~-.:,.,::,;

Detail See DLilO05

Panel
(1}1'. U.N.)

Building Eave
Refer to the Roof Installation Manual
For Installing The Roof Panels At
The Building Eave.

Eave Condition
Refer to the Building
construction drowings
for the eave condition.



DATE REV.
Jul '10 02

SHT. NO.
DL 11005

Triple Bead
Tope Sealer HW502
(Continuous Run)

DoubleLok / UltroDek
Section A

. ~ Beveled Edge Of Field Cut
~_ __ Roof Panels At Volley

~a·~"A" Inside Metal
Closure

aW

Long Piece Of
Triple Bead Tape
Sealer HW502 Under
Inside Closure.

Panel Rib ----- Roof Member Screw
(3" O.C)

Inside Metal Closure Detail
(Plan View)

Tri-Bead
Tape Sealer
HW504

a" Long Piece Of
Triple Bead Tope
Sealer HW502 Under
Inside Closure.

Triple Bead
Tape Sealer HW502
(Continuous Run)

Beveled Edge Of Field Cut
Roof Panels At Valley

Inside Metal
Closure



DoubleLok / UltraDek
Minor Panel Rib

Sealant Detail

Panel Minor Rib

Minor Rib
Tope Sealer

HW512

Volley Trim - ....':,......~

SHT. NO.
DL11006

DATE REV.
MAR 10 01

Triple Bead
Tope Sealer
HW502

Note: Apply minor rib tope sealer to the underside
of the minor ribs of the panel. Position so
that this tape sealer will cross the Tri-Bead
tope sealer on the valley trim (for low and
high systems) when the panel is installed.



Valley Plate
P130

DoubleLok / UltraDek
Valley Plate Lop

Hi h Extended S stem

(

Fastener #12A
12 x I' P.H.
At 4' D.C.

•••
,..

•

Valley Plate
PI30

SHT. NO.
DLII007

DATE REV.
MAR 10 01



Valley Trim
F714

Fastener #12
12 x ,. P.H.

•

DoubleLok / UltraDek
Volley Trim Lop

Hi h Extended S stem

2 Runs 1/4" Bead
Urethane Sealant

SHT. NO.
DLll008

DATE REV.
MAR 10 01

Volley Plate -.!
P130

Valley Trim
F714



DoubleLok / UltraDek
Volley Detail

Hi h and Hi-Thermal S stem

SHT. NO.
DLIID09

DATE REV.
SEP '10 02

Triple-Bead
Tope Sealont
HW502

Roof Member Screw 1/4-14 x _
At 3" O.C.

(Fastener Must Ga Through Tope Sealer)

*Volley Trim

Roof Panel

Fastener #1
(2) per Closure

*Valley Plate

Inside Metal
Closure

,,,,,

*Valley Trim
F712 for High
F145 for Hi- Thermal (Doublelok only)

* Volley Plofe
P130 for High
P160 for Hi-Thermal (Doublelok only)



DoubleLok / UltraDek
Volley Detail at Eave

Hi h and Hi-Thermal S stem

SHT. NO.
OLll0l0

DATE REV.
SEP '10 02

Sealant to Sealant
contact must be mode
to form a continuous
seal - Critical

Minor Rib Tope
Detail See DL11006

Field Fabricate End Plug.
Install and Caulk to form
Weather Seal

Tope Sealant above and
below Volley Trim
at Eave - Critical

'"

Panel-----,
(Typ. U.N.)

IlI.C Valley Trim

*Valley Plate\s;o:"""",==-{4;I!i1~,-~==========

Volley Trim
End Plug
Field Make

Fa sten er #1 Ek-----'""'b.iS.,~
#14 X 1 1/4" Driller

At 3" O.C.

Triple Bead ----i::::~====~;:;:~~~\l
Tape Sealer
3/16" x 2 7/8"
HW502

Inside Closure ""1>;>;"""
Detail See DL11005

Panel
(Typ. U.N.)

BUILDING EAVE
Refer to the Roof Installation Manual
For Installing The Roof Panels At
The Building Eave.

EAVE CONDITION
Refer to the Building
construction drawings
for the eave condition.

*Valley Trim
F714 for High
F145 for Hi-Thermal (Doublelok only)

*Valley Plate
P130 far High

P160 far Hi-Thermal (Daublelak only)



DoubleLok / UltroDek
RIGID BOARD INSULATION

Standard

SHT. NO.
DL12001

DATE REV.
SEP '10 02

Steel Line

Special Fastener
at each member

Fastener #5
1/4"-14 x I 1/4"
at 12" O.C.

Fastener #12A
12 x ,. P.H.
at each purlin.

Rake Angle
RAI

Roof Panel

Tri-Bead Tope Sealant
HW504
Roof Member Screw
1/4"-14 x _
at 24" O.C.

Rake Support
Low = HW77lO
High = HW7720

,,,,,,.';.,,,,,,
Purlin :

~ Member Screw i
IWI;---- -- -- --12°14 -x -~-- -- -- -- -- --"

at 12" O.c.
Outside Panel
Closure
(up to 4:12)

Rake Slide
FI15

Rake Angle-+-_
RAI

Wall Stitch Screw
at 12" O.C.

Rake Trim ---I
F2201

*not provided by metal bldg. mfr.



DoubleLok / UltroDek
RIGID BOARD INSULATION

Northern Rake

SHT. NO.
DL12002

DATE REV.
FEB. '11 03

Steel Line

Tri-Bead Tape Sealant
HW504

Special Fastener
at each member

Rake Support Angle it
(See Endwall Framing layout)

Roof Member Screw
1/4"-14 x _
at 24" O.C.

Rake Angle
L4x2xl6GA
RAI

*not provided by metal bldg. mfr.

~~~=~ ~
,,,,,

.~.
Fastener #5 :
1/4"-14 x 1 1/4" :
at 12" D.C. Purlin 1

.. Member Screw :
12-14 x :

1~t--···········8·················~
Lot 12 O.C.

Fastener #12A
12 x I" P.H.
at each purlin.

Rake Angle
RAI

Wall Stitch Screw --/
at 12" O.C.

Rake Trim ---I
F2331

Outside Panel Closure
(up to 4: 12)
HW456 - PBR
HW460 - PBU
HW465 - PBA/V1STASHADOW

'* Rake Support Angle
HW7710 for Low

HW7720 for High
HW7764 for Hi-Thermal (Daublelak only)



DoubleLok / UltraDek
RIGID BOARD INSULATION

Northern Lor e Rake

SHT. NO.
DL12003

DATE REV.
FEB. '11 03

Steel Line

Tri-Bead Tope Sealant
HW5D4

Roof Member Screw
1/4"-14 x _
at 24" D.C.

Rake Support Angle"*
(See Endwall Framing Layout)

Fastener #5
1/4"-14 x 1 1/4"
at 12" D.C.

Roof Panel

Fastener #12A
12 x ,. P.H.
at each purlin.

Rake Angle
L4 x 2 x 16 GA
RA1

*not provided by metal bldg. mfr.

pq"l?'=~~._------,
Special Fastener :
at each member :

"",,,,,,
""_......._ Purlin '
ty Member Screw :

12-14 x :1""1;--'-- -- -- -- -- -- --= -- -- -- -- -- -- -- -- Jat 12" D.C.

Rake Angle
RAI

Rake Trim--I
F2419

Wall Stitch Screw'--/

at 12" O.C. ~
Outside Panel Closure
(up to 4:12) 1 1 4"
HW456 - PBR
HW460 - PBU
HW465 - PBA/ViSTASHADDW

"* Rake Support Angle
HW7710 for Low

HW7720 for High
HW7664 for Hi- Thermal (Daublelak only)



DoubleLok / UltraDek
RIGID BOARD INSULATION at Eave

SHT. NO.
DL12004

DATE REV.
MAR 10 01

- --- --

Roof Member Screw
1/4"-14 x _
(8 Per Panel)

Rigid Boord
Insulation Zee (RBZ)

" •. Fastener #1 E
1/4"-14 x 1 1/4"
at 12" O.c.

Fastener #14A
1/8 X 3/8"
10'-0" O,C,

==Rigid Insulation -Ie =

Layout

See Sheeting

I" Tri-Bead
Tape Sealant HW504

: on top & bottom of closure,
: Fastener #1 _~ ~~~ __ ~~ _

___ _ -:- -- -1/4-14 x I"

'ld~===~!'i:~- /=--,(2 per closure) ------
-~~--~ @~ Roof Panel

--

Wall Stitch Screw -_-{
1/4-14 x 7/8"
at 12" O,C,

Eave Trim----1
F2132

Fastener #14
1/8 x 3/16"
Pop Rivet
at 36" O,c.

1 1(1'

IFixed Eave I

Flat Eave Trim
F2955

Roof Stitch Screw
1/4-14 x 7/8"
(6 per panel)

Outside Panel
Closure (Optional)

Wall Member Screw
12-14 x _

Eave Strut

Caution:
Do not step on insulation
between roof members.

~
1"·"'Na-;t-'b"'y-M"e-;t-'ol"B""u"'i1"'di-ng-;'M"-fr·1

Refer to the Technical
Installation Manual for the
installation of the roof panel



Roof Panel

End View

DoubleLok / UltroDek
RIGID BOARD INSULATION

Northern Gutter

,------Roof Stitch Screw
1/4"-14 x 7/8"
at both sides of
high rib.

Gutter Support
Clip F2111
at 24" a.c.

IFixed Eave I

SHT. NO.
DL12005

DATE REV.
Feb '11 02

Rigid Insulation
2ee (RB2)

Fastener #lE
1/4-14 x 1 1/4"
at 12" a.c.
Fastener #14A
1/8 x 3/8"
at 10'-0" a.c.

2 3(4"1 1(4"

Flat Eave
Trim F2955 ,~

L --' j:' 0

:"-,-
Outside Panel i~
Closure (optional) :,

Fastener #14
I/B x 3/16"
at 36" a.c.

Tri-Bead Tape Sealant
HW504 typical at top
& bottom of closure

Roof Stitch Screw
1/4"-14 x 7/8"
at 12" a.c.

--~----

(2) Roof Stitch Screw ~ __
1/4"-14 x 7/8" f Panel

at both sides of highl~r:ib~~~:::~~~§~~~~~~~~~i id Insulation- --(I) Roof Stitch Screw - - 000_

1/4"-14 x 7/8"
at 24" O.C.

Gutter Support
Clip F2111
at 24" a.c.

Gutter F2a61

Wall Member Screw
12-14 x _

Caution:
Do not step on insulation
between roof members. I*Not provided by metal bldg. mfr. I



DoubleLok / UltraDek
RIGID BOARD INSULATION

Northern Extra-Lor e Gutter

SHT. NO.
DL12006

DATE REV.
FEB. '11 04

Do not step on insulation
between roof members.

The Gutter Clip HW2994
MUST be installed inside
the major rib at the same
time the roof panels ore

IFixed Eave I

installed.

3

Section B

4

8 12" O.C.

7

9

(I

t..2&J
1* Not provided by metal bldg. mfr.1

CD Roof Panel

(1) Hard Boord Insulation Zee
(RBZ)

Q) Gutter Clip HW2991
at 24" O.c.

G) Roof Stitch Screw
1/4-14 x 7/8"
at 6' O.C.

@ Gutter Support Clip
F319

® Gutter
F2108

(J) Without Closure
Fastener #14
1/8" x 3/16"
at 36" O.C.

With Closure
Fastener #14A
1/8" x 3/8"
at 12" O.C.

® Roof Member Screw
1/4"-14 x _

® Flat Eave Trim
F2955

(j]) Wall Member Screw
12-14 x _

® Fastener #1 (2) at
Inside Mefal Closure
1/4"-14 x 1"

@ Inside Metal
Closure HW426

@Tri-Bead Tape
Sealant HW504

"'@ Outside Panel
Closure (optional)

~ Fastener #14A
1/8 x 3/8"
10'-0" O.C.

'*"Optional" Closure (Outside)
HW456 - PBR
HW460 - PBU
HW465 - PBA / VISTASHADOW



DoubleLok / UltroDek
RIGID BOARD INSULATION

Standard Lor e Rake

SHT. NO.
DL12007

DATE REV.
FEB. '11 01

Steel Line

Special Fastener
at each member

Fastener #12A
12 x r P.H.
at each purlin.

Rake Angle
L4 x 2 x 16 GA
RAI

Fastener #5
1/4"-14 x 1 1/4"
at 12" O.C.

Roof Panel

Tri-Bead Tope Sealant
HW504
Roof Member Screw
1/4"-14 x _
at 24" O.C.

,,,,,,
'~.,,,,,,

Purlin :

~ Member Screw i
1........-·-- -- -- --12°14 -x -- -- -- -- -- -- --"

at 12" O.c.

Rake Slide
FI15

Rake Angle-r-,
RAI

Wall Stitch Screw
at 12" O.C.

Rake Trim ---I
F2264

Outside Panel Closure
(up to 4: 12)
HW456 - PBR
HW460 - PBU
HW465 - PBA/~STASHADOW

dL
*not provided by metal bldg. mfr.

* Rake Support Angle
HW771Q for Low

HW7720 for High
HW7664 for Hi-Thermal (Doublelok only)


